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CASING PIPE IS NOT REQUIRED UNDER PRIVATE DRIVEWAYS.
NOTES

L. PROM POINTS A" (CONCRETE PAVEMENT) TO DISTANCE TO NEAREST JOINT OR BREAK IN PAVEMENT MUST BE SIX FFET OR
MORE.  JF LESS THAN SiX FEET, REMOVE PAVEMENT T0O JOINT OR BREAK AND REPLACE ENTIRE SLAB,

2 CONCRETE SLAB UNDER BITUMINGUS SURFACE TO EXTEND SIX INCHES ON EACH SIOE OF TRENCH.

J. REPLACE CONCRETE OF BITUMINGUS FAVEMENT BITH NEW PAVEMENT SAME THICKNESS AS EXISTING PAVEMENT

4. SAWED JOINTS TO BE A MINIHUM ONE INCH DEPTH TO OBTAIN STRAICHT JOWTS.

PAVEMENT RESTORATION DETAIL
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CONCRETE SIDEWALK REPLACEMENT DETAIL
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CREEK OR DITCH CROSSING DETAIL FOR FORCE MAINS
TYPE "A"
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STREAM CROSSING IN ROCK DETAIL
TYPE "B"
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TRAPPING SLEEVE INSTALLATION DETAIL

HARDIN COUNTY WATER DISTRICT NO. 2 - STANDARD DETAILS




CAST IRON VALVE BOX DETAIL
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